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) Ken:

R Chlef Engmeer L| provxded us: thh the attached speciﬁcatlon list

- " 'and schematic diagram (marked up for clarification by Roger) of -

.+ the steam/hot water system that Mr. LI will require for heating the

spent fuel building this winter.” For your reference, I've also . .
- . enclosed a marked-up. copy of the US proposal as it now stands S
- Please note that Mr. Liis asking the US to provide essentiallythe .- =~
- entire systemn — only the-components in the cross-hatched area

3 '.jon the schemanc wou!d be pmwded by the DPRK. '

- -Some of the requested components are part of the origlnal US ;
. proposal, albelt of a different rafing. These are encompassed by
a "cloud ling" in the attached schematlc, v:z . .
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. The. 380 volt power :nput spec:fcat:ons requested by Mr Li
- " - ("Requirenents to power") are generally not available from US . - .
- suppliers. We will probably-have to obtain a 480 volt system, and R
- yse transformers to step up the DPRK's.380-volt powersupply to. -
~ . 480 VAC, 60 Hz, 3 Phase, Tms is. whatwe are doing for the water |
‘ treatment system ' . '

L The items whsch are outside both the cross hatched areaandthe -
- cloud-lirie area were not included in the original discussions we
.. had with Mr. Li in June 1995. We understoodat the time that . -
. some of these ltems would be provided by DPRK as part-of their
... "agreement to "provide fuel and instaliation and operation of the -
" systemdelivered by the US".. As such, these were not SR
considered in working up our proposal, and are not included in the
- -currently oropased US svstem. These extraitems include: ~




